
Heater No. DESIGN UNIT 1 UNIT 1 
OPERA nON BMCR HP TURBINE UPGRADE 

of TEST 1998 PROPOSAL 
of 

8 1387 830 IIl2 1083 772 
7 812 830 596 610 629 
6 312 830 248 255 803 
5 134 627 
4 112 540 71 515 
3 87 430 43 416 
2 62 300 12 229 
I 62 300 5 165 

* Reheat steam tprr,nPl·"tll 1007°F 

Heater No. DESIGN UNIT 2 UNIT 2 
OPERA nON BMCR UP TURBINE UPGRADE 

OF TEST 1998 PROPOSAL 
psia OF psia OF 

8 1387 830 1112 lO84 774 
7 812 830 605 627 615 632 
6 312 830 252 808** 258 799 
5 133 634** 135 627 
4 Il2 540 66 523** 71 511 
3 87 430 42 423** 42 412 
2 62 300 12 238** 12 227 
1 62 300 5 - 5 165 

* * Reheat steam 
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